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Electrical Details High Mast Lighting 

References: 

NONE 

Bid items associated with this drawing: 

ITEM NUMBER DESCRIPTION UNIT 

659.0400 Luminaries High Mast Lighting ............................................................................... EACH 

660.0200 High Mast Lighting Tower (location) ............................................................................ LS 

Standardized Special Provisions associated with this drawing: 

STSP NUMBER TITLE 

NONE 

Other SDDs associated with this drawing: 

SDD 10a1 Electrical Handhole Wiring 

Design Notes: 

120/240 VAC systems support only 4 luminaries per tower, with no expansion capacity. Otherwise, use 
240/480 VAC or 480Y/277 VAC. The Detail shows 6 required luminaire tenons, as 120/240 VAC systems 
can be converted to higher voltages with minimal changes to the tower wiring systems. Use this SDD in 
conjunction with the SDD for Electrical Handhole Wiring. 

Highmast structure foundations will be designed site-by-site. Highmast shafts and lowering systems will be 
on the basis of design-build under Standard Spec 660. Only the electrical details shown in this SDD and 
described in Standard Spec 659 (high mast luminaries) and 660 are standard. 

Contact Person: 

Ahmet Demirbilek (414) 220-6801 
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Electrical Details High Mast Lighting 

References: 

NONE 

Bid items associated with this drawing: 

ITEM NUMBER DESCRIPTION UNIT 

NONE 

Standardized Special Provisions associated with this drawing: 

STSP NUMBER TITLE 

NONE 

Other SDDs associated with this drawing: 

SDD 10a14 Electrical Details High Mast Lighting sheet "a" must be used in conjunction with this 
 drawing. 

Design Notes: 

See guidance for SDD 10a14 sheet "a". 

Contact Person: 

Ahmet Demirbilek (414) 220-6801 
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